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Diagram Single Line Gardu Induk Brebes
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Diagram Single Line Gardu Induk Kebasen

1
PEMALANG 1
tower No 01 - 78/78 tiang 1
28,269 kM 1
1 ACSR 2x240/40 mm n 1
1
150KV V3 18KV V3
NEVIV3 e 15VIV3 I
]} bl il kA
Trafo IV TRAFO Il
Unindo Alsthom 800A 800A
MVA MVA
ToRao Tt
YNynO(d1) Tdea
12,66 %
il
EMP-MCA4-150
Emek AT A- 170 20 KA ABB-IMBD D170 L3 TA
160-300-600-1200/6 A ©00-300/5 A
Alsthom $1-170 F1 BCT-WSTH MITSHUBIS - 140SFM
3150 A40 KA, 1505 A 1250A 20K A

2000-300-150/5 A

COELME - SDC
JZ50A 80K A 150 KV
N | 15V

Gl 150 kV KEBASEN

—_— I
| | Bus Bar 150 kV Koolow Conductor 5" I
| | P 150Ky
nsv
BCT-WSTH BCT-WSTH
2000-300-150/5 A 2000-300-150/6 A
GE FK 169-1600-2 GE FK 169-1800-2
31.5kA1200A 31,5 KA 1200A
Trafo Il
Westinghouss SL o
= i o
20 MV SO/0720 kY YN D1yno
oy - Bus bar 20 KV 1200 A OUT DOOR
1 n I [ £ | 1 1 1 1
BUMIAYU L Bl BB BB B =G
tower No 01 - 113+85a,55a,55b
! 116 tiang Trafo PS
43,250 ki 3x375KVA 12004 v
[ ACSR 2x240/40 mm 1205 []r20a 12004 12004 12004 120 [ Jioon
1 200sA @oosa @Paosa  @Dxasa
1 (004012008 103000-12005A
1
[N Rel 20 KV ALSTHOM - 2000 A INDOOR 2 2 l l 1 1
: : INC. 1 KSN.1  KSN.2  KSN.3  KSN4 N
1
i
[N
i
[N PT PLN (Persero)
: : PENYALURAN DAN PUSAT PENGATUR BEBAN JAWA BALI
i REGION JAWA TENGAH DAN DIY
[N Unit Pelayanan Transmisi Tegal
i
1
v
1

Tanggal | Digambar [ Diperiksa | Disetujui | Revisi
10-01-2010 | | [ o1

File:\Renev\Single line\UPT Tegal\Gl Kebasen




2015

Gambar Tabel Hasil Perhitungan Tahun 2015

1 | BBSO3 1.812 0.424 4.273584906 0.999793151 99.97% 0.000206849
2 | BBS04 1.878 1.788 1.05033557 0.999785616 99.97% 0.000214384
3 | BBS05 2.3 1.22 1.885245902 0.999737443 99.97% 0.000262557
4 | BBS07 1.741 1.109 1.569882777 0.999801256 99.98% 0.000198744
5 | KSNO6 0 0 0
6 | KSN10 0 0 0

Total 7.731 4.541 8.779049155 3.999117466 0.000882534




Gambar Tabel Hasil Perhitungan Tahun 2016

2016

BBS03 0 0 0 1 100% 0
BBS04 0.82 0.615 | 1.333333333 0.999906393 99.99% 0.000093607
BBS05 1.17 1.122 | 1.042780749 0.999866438 99.98% 0.000133562
BBS07 1.17 0.891 | 1.313131313 0.999866438 99.98% 0.000133562
BBS08 0 0 0 1 100% 0
BBS09 0.03 0.035 | 0.857142857 0.999996575 99.99% 0.000003425
KSNO06 0 0

KSN10 0 0

Total 3.19 2.663 | 4.546388252 5.999635845 0.000364155




